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4. NO/NC CONTACTS SHALL ALL TOGGLE SIMULTANEOUSLY
WITH ONE SINGLE MANUALLY OPERATED SWITCH
5. MANUAL BYPASS SWITCH SHALL ONLY SWITCH LINE.
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